
Williston Fire Department    FIRE / EMS 

MEMO 
To: DRB Staff 

From: Ryan Prouty, Lieutenant 

Date: October 19, 2021 

Re: DP 09-01.23   Restaurant Finney Crossing 

The Fire Department has met with the applicant and completed review of the above referenced project. 
At this time offers the following; 

 

 SUBMITTALS REQUESTED Alarm system location 

Floor plans 

     Utility and sprinkler locations 

  

ACCESS   Road width in parking lot to be confirmed for truck access  

Key Safe/Lock Box access 

Any roof access will need a release mechanism non locking. 

 

DISTANCE REQUIREMENTS Refuse/recycling containers need to be at least 30 feet from 
adjacent structures 

   

SIGNAGE   Building and mailbox marking per Town Ordinance 

    Gas and Sprinkler connections marked with signage 

    Truss roof and/or floor (If applicable) 
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SPRINKLER FDC’s need to be clear of plantings or obstructions, marked 
with signage, and located per direction from the Fire 
Department 

 4” Stortz FDC Connection 

We also re requesting a strobe light be mounted above the 
FDC.  This helps in locating the FDC, and more importantly, 
confirms an alarm within the building  

 

FIRE ALARM   Main panel needs to be shown 

     CAT 30 Key for Fire Alarm 

     System needs to be addressable 

Building map/drawing needs to be located in the main 
entry/lobby 

 

HYDRANTS All Hydrant caps painted to reflect NFPA Fire Flow color 
identification.  

 

I encourage the applicant to access this Standard so that these needs can be addressed.  

Thank you for including the Fire Department in the review process. 


