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1. REFER TO SPECIFICATIONS FOR INTERIOR 
FINISH INDEX.

2. REFER TO SHEET A-0.1 FOR PARTITION TYPES AT 
GUEST ROOMS AND PUBLIC SPACE ADJACENCIES.

3. REFER TO SHEET A-0.1 FOR PARTITION ASSEMBLY 
TYPES.

4. REFER TO SHEET 002 FOR ELECTRICAL SYMBOLS 
LEGEND.

5. DIMENSIONING IS BASED ON WOOD FRAME 
CONSTRUCTION AND WALL ASSEMBLIES SHOWN 
ON SHEET 005 AND ON ENLARGED PLANS. ALL 
DIMSNIONS ARE TO FACE OF STUD, U.O.N. HOLD 
ALL "CLEAR" INTERIOR ROOM DIMENSIONS TO 
FACE OF FINISH.

6. TO THE MAXIMUM EXTENT POSSIBLE, FLOOR 
CLEAN- OUTS ARE TO BE LOCATED IN 
INCONSPICUOUS LOCATIONS AND NOT IN 
GUESTROOMS. ALL FLOOR CLEAN-OUTS LOCATED 
IN CARPETED AREAS ARE TO BE FITTED WITH 
CARPET INSERTS. ALL CLEAN-OUTS ARE TO BE 
FLUSH TO FLOORS/WALLS.

7. WATER CLOSET WASTE LINES ARE TO BE 
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1. REFER TO SPECIFICATIONS FOR INTERIOR 
FINISH INDEX.

2. REFER TO SHEET A-0.1 FOR PARTITION TYPES AT 
GUEST ROOMS AND PUBLIC SPACE ADJACENCIES.

3. REFER TO SHEET A-0.1 FOR PARTITION ASSEMBLY 
TYPES.

4. REFER TO SHEET 002 FOR ELECTRICAL SYMBOLS 
LEGEND.

5. DIMENSIONING IS BASED ON WOOD FRAME 
CONSTRUCTION AND WALL ASSEMBLIES SHOWN 
ON SHEET 005 AND ON ENLARGED PLANS. ALL 
DIMSNIONS ARE TO FACE OF STUD, U.O.N. HOLD 
ALL "CLEAR" INTERIOR ROOM DIMENSIONS TO 
FACE OF FINISH.

6. TO THE MAXIMUM EXTENT POSSIBLE, FLOOR 
CLEAN- OUTS ARE TO BE LOCATED IN 
INCONSPICUOUS LOCATIONS AND NOT IN 
GUESTROOMS. ALL FLOOR CLEAN-OUTS LOCATED 
IN CARPETED AREAS ARE TO BE FITTED WITH 
CARPET INSERTS. ALL CLEAN-OUTS ARE TO BE 
FLUSH TO FLOORS/WALLS.

7. WATER CLOSET WASTE LINES ARE TO BE 
LOCATED IN WALL CHASE, NOT IN EXTERIOR 
WALLS.

8. REFER TO UNIT PLANS ON SHEETS A-4.20 - A-4.25.
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ATTIC AREA: 12,077 S.F.  
REQUIRED VENTING: (1/150) x 12,077 S.F. = 80.5 S.F. REQUIRED VENTING AREA
PROVIDED VENTING: 

RIDGE VENTING: 180 L.F. X 2" = 30 S.F. * .8 EFFICIENCY FACTOR = 24 S.F.  
CONTINUOUS EAVE VENTING: 405 L.F. X 2.5" = 84 S.F. * .8 EFFICIENCY FACTOR = 67.5 S.F.  
TOTAL MAIN ROOF VENTING PROVIDED: 24 S.F. + 67.5 S.F = 91.5 S.F.

SIDE ENTRY ROOF:
ATTIC AREA: 525 S.F.  REQUIRED VENTING: (1/150) x 525 S.F. = 3.5 S.F. REQUIRED VENTING AREA 
PROVIDED VENTING: 
CONTINUOUS EAVE VENTING: 54.5 L.F. X 2" = 9 S.F. * .8 EFFICIENCY FACTOR = S.F. = 7.25 S.F.  

ROOF VENTING CALCULATIONS

1. REFER TO SPECIFICATIONS FOR INTERIOR 
FINISH INDEX.

2. REFER TO SHEET A-0.1 FOR PARTITION TYPES AT 
GUEST ROOMS AND PUBLIC SPACE ADJACENCIES.

3. REFER TO SHEET A-0.1 FOR PARTITION ASSEMBLY 
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LEGEND.
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CONSTRUCTION AND WALL ASSEMBLIES SHOWN 
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ALL "CLEAR" INTERIOR ROOM DIMENSIONS TO 
FACE OF FINISH.
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CLEAN- OUTS ARE TO BE LOCATED IN 
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IN CARPETED AREAS ARE TO BE FITTED WITH 
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FLUSH TO FLOORS/WALLS.

7. WATER CLOSET WASTE LINES ARE TO BE 
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1. REFER TO SPECIFICATIONS FOR INTERIOR 
FINISH INDEX.

2. REFER TO SHEET A-0.1 FOR PARTITION TYPES AT 
GUEST ROOMS AND PUBLIC SPACE ADJACENCIES.

3. REFER TO SHEET A-0.1 FOR PARTITION ASSEMBLY 
TYPES.

4. REFER TO SHEET 002 FOR ELECTRICAL SYMBOLS 
LEGEND.

5. DIMENSIONING IS BASED ON WOOD FRAME 
CONSTRUCTION AND WALL ASSEMBLIES SHOWN 
ON SHEET 005 AND ON ENLARGED PLANS. ALL 
DIMSNIONS ARE TO FACE OF STUD, U.O.N. HOLD 
ALL "CLEAR" INTERIOR ROOM DIMENSIONS TO 
FACE OF FINISH.

6. TO THE MAXIMUM EXTENT POSSIBLE, FLOOR 
CLEAN- OUTS ARE TO BE LOCATED IN 
INCONSPICUOUS LOCATIONS AND NOT IN 
GUESTROOMS. ALL FLOOR CLEAN-OUTS LOCATED 
IN CARPETED AREAS ARE TO BE FITTED WITH 
CARPET INSERTS. ALL CLEAN-OUTS ARE TO BE 
FLUSH TO FLOORS/WALLS.

7. WATER CLOSET WASTE LINES ARE TO BE 
LOCATED IN WALL CHASE, NOT IN EXTERIOR 
WALLS.

8. REFER TO UNIT PLANS ON SHEETS A-4.20 - A-4.25.

GENERAL NOTES
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1/4" = 1'-0"5 SECTION @ STAIR A

3/16" = 1'-0"1 STAIR A PLAN - SECOND FLOOR

3/16" = 1'-0"2 STAIR A PLAN - THIRD FLOOR
3/16" = 1'-0"4 STAIR A PLAN - FOURTH FLOOR

3/16" = 1'-0"3 STAIR A PLAN - FIRST FLOOR

1 1/2" = 1'-0"11 BOTTOM OF STAIR @ LANDING

1 1/2" = 1'-0"10 STAIR LANDING @ CORRIDOR

1 1/2" = 1'-0"8 TOP OF STAIR @ LANDING

1 1/2" = 1'-0"7 STAIR @ SHAFT WALL

1 1/2" = 1'-0"6 STAIR GUARDRAIL
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